(Facility Name) Emergency Operations Plan

Annex K: References and Authorities

EMERGENCY ELECTRICAL SERVICE:  [Kansas Administrative Regulations 28-34-3a(b)]
Each hospital  shall have an emergency source of power to provide electricity during an interruption of the normal electrical supply. The source of this emergency electrical service shall be: (1)  An emergency generating set when the normal service is supplied by one or more central  station transmission lines; or (2)  An emergency generating set or a central station transmission line when the normal electrical supply is generated on the premises.
INTERNAL DISASTER:  [Kansas Administrative Regulations 28-34-3a(f)]
The hospital shall establish a workable plan with the nearest fire department for fire fighting service.  The hospital shall provide the fire department with a current floor plan of the building.  The floor plan shall show the location of fire fighting equipment, exits, patient rooms, places where flammable and explosive gases are stored, and any other information that the fire department requires.  The hospital shall also develop an internal disaster and fire plan incorporating evacuation procedures.  These plans shall be made available to all personnel and shall be posted throughout the building.  Each employee shall participate in the duties delegated to them under the safety program and shall be instructed in the operation of the fire warning system, the proper use of fire fighting equipment, and the procedures to follow in the event that electrical power is impaired.

EXTERNAL DISASTER:  [Kansas Administrative Regulations 28-34-3a(g)]
The hospital shall establish written plans, based on its capabilities, for the proper and timely care of casualties arising from external disasters.  The disaster plan shall be developed in conjunction with other emergency facilities in the community so that adequate logistical provisions are made for the expansion of the activities of the hospital in coordination with the activities of other facilities.  The disaster plan shall be rehearsed at least twice a year, preferably as part of a coordinated drill in which other community emergency service agencies participate.  The drills shall involve professional, administrative, nursing, and other hospital personnel.  A written report and evaluation of all drills shall be maintained for at least two years.

Kansas Department of Health and Environment

http://www.kdheks.gov/
Kansas Division of Emergency Management

http://www.accesskansas.org/kdem/
State NIMS Integration 

http://www.fema.gov/pdf/nims/eop-sop_state_online.pdf
Center for HICS Education & Training

http://www.hicscenter.org/pages/index.php
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